NOTES:
2. ALL FLANGES SHALL BE ASME B16.5 CLASS 300 FLANGE.
3. CONTRACTOR SHALL PROVIDE Pipe-Wire Connection AT FLANGES PER DETAIL C902.
4. CONTRACTOR SHALL PROVIDE Pipe-Wire Connection AT FLANGES PER DETAIL C902.
5. BOMAC DJ400 (375 PSI WORKING PRESSURE), ANSI B16.5 CLASS 300 FLANGES OR ENGINEER APPROVED EQUAL.
6. CORE DRILL 1" HOLE THROUGH VAULT FLOOR AND CLSM INTO GRAVEL LAYER TO ALLOW FOR DRAINAGE (TYP, 4 CORNERS OF VAULT).
7. INSTALL BONDING JUMPERS ACROSS ALL FLANGED JOINTS AND NON-WELDED CONNECTIONS PER DETAIL C902.